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Remove and/or Replace 9.1E & 9.2E Temp Transmitter & RTDs

Savannah River Site

Aiken/Aiken/South Carolina

The 9.2E Vent temperature is not operational requirement and shall be changed to out of service. The 9.2E and 9.1E CCW temperature
transmitters are out of date and are being removed. 9.1E and 9.2E vent. Currently, the 9.1E evaporator is not configured to monitor vent
temperature, whereas 9.2E evaporator is configured with vent monitoring instrumentation. Procedurally, if the vent temperature and the column
cooling water temperature are BOTH out of service, then the evaporator cannot be operated. This modification will align 9.2E evaporator
configuration to 9.1E by placing the 9.2E Vent temperature instrumentation to an Out of Service status to improve system performance of both
evaporators during normal operation.

B1.3 - Routine maintenance
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